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The pump slaving module is designed to allow two units to share one Flow 
Controller. The module is mounted in a NEMA enclosure, which is designed to be 
mounted on the Flow Controller or on the outside of the unit.  Wire the pumps and 
units as shown below in instructions that are shipped with the relay board.  A picture 
of the module is shown for reference at the right.

      

Term “A” & “C”  
from unit A

Term “A” & “C” 
from unit B

Line voltage

To Pump(s)


